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NOTE:
1.  SCRIBE ALL FILLER PANELS TO WALL

LAB EQUIPMENT
TAG DESCRIPTION

36:W X 22"D COMBINATION BASE UNIT - STAND UP HEIGHT
BACK WITH SERVICE ACCESS

36"W X 22"D DRAWER BASE UNIT - STAND UP HEIGHT SOLID BACK

60"W X 22"D SINK BASE UNIT WITH DOUBLE DOORS - STAND UP HEIGHT

72" FUME HOOD BENCH TYPE WITH FULL VIEW VERTICAL SASH AND
(2) 36"W X 22"D BASE UNITS WITH FLUSH FRONT PANEL HINGED DOORS
AND SERVICE ACCESS

72"W X 22"D TABLE FRAME WITH TWO LOCKING DRAWERS

72"W KNEE SPACE PANEL PHYSICAL AND VISUAL BARRIER

12"W X 22"D DRAWER BASE UNIT - STAND UP HEIGHT SOLID BACK

60"W X 18"D TABLE FRAME WITH TWO LOCKING DRAWERS

6" END SCRIBE BASE CABINET FILLER PANEL

36"W X 13"D DOUBLE HINGED GLASS DOOR WALL CABINET WITH ONE
ADJUSTABLE SHELF

6" END SCRIBE WALL CABINET FILLER PANEL

12"W X 13"D SINGLE HINGED GLASS DOOR WALL CABINET WITH ONE
ADJUSTABLE SHELF
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COMPRESSED AIR

CABLE TRAY

HARDWIRE JUNCTION BOX (N.I.C.)

UTILITY SUPPORT STRUCTURE

SPACING AT A MAXIMUM

4’-0" O.C. - SEE DETAIL 2

SEE ELECTRICAL DRAWINGS

FOR DETAILS OF THE
ELECTRICAL EQUIPMENT
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NOTE: - WOOD COUNTERTOPS IN ELECTRONICS LABS

- EPOXY RESIN COUNTERTOPS IN CHEMISTRY LABS

SEE ELECTRICAL DRAWINGSELECTRICAL
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SEE PLUMBING DRAWING M409
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FOR LOCATION OF MASONRY OPENINGS,

DOOR, WINDOW TYPES AND EYE WASH

EMERGENCY SHOWER, SEE PARTIAL FLOOR

NOTE:  METAL FRAMING CHANNELS AND

ACCESSORIES ARE REFERENCE NUMBERS
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PLANS A203, A204, A207 AND A208.
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LINE  J  WITHIN EXPERIMENT HALL

NOTE: 1.

2.

SEE SHEET S971 AND S972.
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SEE NOTE 2
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CABLE TRAY PENETRATIONS
SEE DET 17 ON A040
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CENTER LINE.  SEE ELEVATION  E
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CABLE TRAY SEE NOTE 3
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